Abstract. The fan coil systems are employed to create a satisfied built environment by some feedback controls. Sensor is one of the most important components in the whole system. Unfortunately, Due to the long term using, sensors fault would occur unavoidable. It is significant to reduce the energy consumption while seeking for higher system efficiency and a better indoor air quality. A fan coil system model was simulated by EnergyPlus and was used to investigate the certain effects on the sensor fault in the system. The key sensor, chilled water outlet temperature, was introduced different bias fault from +2℃ to -4℃. The results shows that positive deviations of chilled water outlet temperature sensor fault have a worse effect on energy consumption, chiller performance efficiency, and indoor thermal comfort than negative fault levels.
Introduction
Sensor is one of the most important parts in the air-condition system. However, sensor fault occurs easily and are found out hardly. Sensor fault would always cause a decrease in the system performance, an increase of the energy consumption, a worse indoor thermal comfort. Therefore, many fault detection, diagnosis (FDD) algorithm were employed to identify the erroneous sensor. FDD can accurately identify the source of the sensor fault and greatly reduce maintenance costs [1] [2] [3] [4] [5] .
Some studies have shown that the sensor fault would greatly affect the energy consumption of air-condition system [6] . The sensor fault would cause an annual energy consumption increase up to 30%~50% in an office building. A research on air handing unit (AHU) simulation figure out that the sensor fault of return air flow would cause a 14% energy consumption increase [7] . Also, in a variable volume air-condition system, the energy consumption growth would augment to 36.57% when blade opening sensor fault on the air terminal device occurred; 11.47% when supply air temperature sensor fault occurred; 21.15% when room air temperature sensor fault occurred [8] . The difference of total system energy consumption could augment to 21.84%, when sensor fault occurred in a central air-condition cooling water system [9] . This paper employed EnergyPlus to simulate a real fan coil system under key sensor fault with different bias faults. The parameters, including efficiency, the energy consumption, and the indoor air quality, ware investigated by the comparison with different cases.
Models
A four-floor building located in Wuhan, China, was simulated by EnergyPlus to investigate the performance of energy consumption and indoor air quality.
Model description. There are 38 thermal zones with different types, such as classroom, office room, meeting room, training room, and laboratory, in this building. The simulation timestep is 2 minutes within the whole simulation period from June 1st to August 31st. Table 1 shows the detail simulation characteristics of the building model. Water-cooled chiller (rated power:402kW, rated COP: 3.2) Constant-speed chilled water pump (rated power:5.763kW) Variable-speed condensed water pump (rated power:3.67kW)
Senor fault mathematic description. Normally, the measured value of sensor can be described as
where t m is the measured value, t r is the real value, ξ is the random error and η is the fault, also known as the systematic error. The accurate measured value of all kinds of sensors, especially of the sensor with the set point in feedback control logic, is an important guarantee for the safe and reliable operation.
There are some feedback control logics in the fan coil system to ensure the whole fan coil system working rightly. When sensor faults occurred, automatic control system would adjust the system condition according to the sensor fault feedback value. Usually, the chilled water outlet temperature is the set point of the chilled water feedback control logic. It was assumed, for an instance, that the real chilled water outlet temperature is 6.5 ℃, the setpoint of it is 7 ℃, and the random error is zero while the systematic error is +1℃. From Eq. 1, the measured value of chilled water outlet temperature is 7.5 ℃ so as it is greater than the set point and the chiller will not stop. The chiller will keep working until the real chilled water outlet temperature is below the is 6.0 ℃ which means that the measured value is below the set point. From the mathematics description, the positive systematic error will make the real chilled water outlet temperature below the set point. On the contrary, the negative systematic error will make the real chilled water outlet temperature high the set point.
Results
This paper simulated the different operation condition of chilled water outlet temperature sensor faults. The energy consumption of the system, the efficiency of the chiller, and the human thermal comfort evaluation index were investigated to the consequence results of the sensor fault. The fault range is from +2℃ to -4℃ with its corresponding real chilled water outlet temperature varying from 5℃ to 11 ℃.
Energy consumption performance. Different bias faults of the chilled water outlet temperature sensor results in different changes on energy consumption of chiller as well as the whole fan coil
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system. Fig. 1 shows the changing percentage of energy consumption for the chiller and the whole system comparing to the standard operating condition with 7℃ set point for chilled water outlet temperature.
Obviously, positive deviations of chilled water outlet temperature sensor fault had a bigger effect on energy consumption both of the chiller and the total than the negative fault level. The energy consumption increased with the increase of positive deviation and, on the contrary, decreased with the increase of negative deviation. The most energy-saving condition was that chilled water outlet temperature set as 10℃ (bias value set as -3℃). It was more conductive to energy conservation, while real higher chilled water outlet temperature was set.
Chiller efficiency performance. Chilled water outlet temperature sensor faults would derive that the control system would increase or reduce the chilled water outlet temperature according to the feedback set point. In this process, the evaporation temperature of chiller also changed, as well as the chiller unit refrigerating capacity. Fig. 2 shows the detail COP distribution of different condition from Jul. 19 to Jul. 21. In the most of the time during simulation, chiller COP value was lower than the rated value. Analyzing the average and median of the change for the chiller COP, it was shown that negative deviations were more conductive to improve the performance efficiency of the chiller than other conditions. When chilled water outlet temperature bias value set as -4℃ and -2℃, more than 63.8% of the whole simulation time, the chiller worked at a condition COP＞2.56. When chilled water outlet temperature set as 9℃, which means the bias fault is -2℃, the operation of the chiller efficiency was highest.
Indoor Thermal comfort. The Fanger PMV model and the indoor mean air temperature ware employed to study the indoor effects caused by different fault levels of chilled water outlet temperature sensor. 
Conclusion
Due to the long term using, sensors fault would occur unavoidable. In this paper, a fan coil system of a real building was simulated to investigate the performance effects under sensor fault condition by EnergyPlus. The key sensor, chilled water outlet temperature, was introduced different bias fault from +2℃ to -4℃. The results shows that positive deviations of chilled water outlet temperature sensor fault have a worse effect on energy consumption, chiller performance efficiency, and indoor thermal comfort than negative deviations.
It is very important to ensure the health and normal measurement of the sensors, especially the sensors involved into the feedback control logic. With the development of intelligent buildings, online sensor fault detection and diagnosis (FDD) should be taken seriously. The real-time online FDD is essential to save building energy consumption, to maintain a good indoor air quality.
